Entergy Operations, inc.
Waterloo Road

P.O. Box 756

Port Gibson, MS 39150

Tel 801 437 6299

Charles A. Bottemilier
Manager
Plant Licensing

GNRO-2004/00035
June 3, 2004

U.S. Nuclear Regulatory Commission
Washington, D.C. 20555

Attention: Document Control Desk

Subject: LER 2004-002-00 - Loss of RHR B Operability
Due to Misaligned Minimum Flow Valve

Grand Gulf Nuclear Station
Docket No. 50-416
License No. NPF-29

Dear Sir or Madam:

Attached is Licensee Event Report (LER) 2004-002-00 which is a final report.
This letter does not contain any commitments.

Yours truly,
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CAB/CDH:cdh
attachment: LER 2004-002-00

CC: (See Next Page)
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cc:
Hoeg T.L (GGNS Senior Resident) (w/a)
Levanway D. E. | (Wise Carter) (w/a)
Reynolds N. S (w/a)
Smith L.J (Wise Carter) (w/a)
Thomas H. L (w/o)

U.S. Nuclear Regulatory Commission
ATTN: Mr. Bruce Mallett (w/2)

611 Ryan Plaza Drive, Suite 400
Arlington, TX 76011-4005

U.S. Nuclear Regulatory Commission
ATTN: Mr. Nageswaran Kalyanam, NRR/DLPM
(w/2)

ATTN: FOR ADDRESSEE ONLY

ATTN: U.S. Postal Delivery Address Only
Mail Stop OWFN/7D-1

Washington, D.C. 20555-0001


















